
WWD Report

Report Template Version 1.0

Created On:
Center:

12/06/2016 10:59:14
District 7

Filter Parameters Selected:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Downtown 

Ramps
I-275 43.8 SB WWD

State Up/Down Time Failure Reason
0.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Floribraska 

Ave Ramp
I-275 45.0 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB MLK Blvd 

Ramp
I-275 45.5 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB MLK Blvd 

Ramp
I-275 45.8 SB WWD

State Up/Down Time Failure Reason
0.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB 

Hillsborough Ave Ramp
I-275 46.5 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB 

Hillsborough Ave Ramp
I-275 46.8 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB Sligh Ave 

Ramp
I-275 47.5 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Sligh Ave 

Ramp
I-275 47.8 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:
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WWD Report

Report Template Version 1.0

Created On:
Center:

12/06/2016 10:59:14
District 7

Filter Parameters Selected:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB Bird Street 

Ramp
I-275 48.4 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB Busch Blvd 

Ramp
I-275 49.1 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Busch Blvd 

Ramp
I-275 49.6 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB Fowler Ave 

Ramp
I-275 50.0 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Fowler Ave 

Ramp
I-275 51.0 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Fletcher 

Ave Ramp
I-275 51.9 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB from NB Bearss Ave 

Ramp
I-275 52.8 NB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB from SB Bearss Ave 

Ramp
I-275 53.2 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:
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WWD Report

Report Template Version 1.0

Created On:
Center:

12/06/2016 10:59:14
District 7

Filter Parameters Selected:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way NB in SB flowI-275 54.1 NB WWD

State Up/Down Time Failure Reason
0.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way SB in NB flowI-275 54.1 SB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way EB in WB flowI-4 0.2 WB WWD

State Up/Down Time Failure Reason
100.0%Uptime Percentage:

 Device Number Device Location Device Type Manufacturer
WavetronixwrongWayDeviceWrong Way WB in EB flowI-4 0.3 EB WWD

State Up/Down Time Failure Reason
0.0%Uptime Percentage:
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